
CALIl~)RNIA REGIONAL ~)A:rER QUALI'IY eXlNTROL RlARD
SAli! FRANCISCfl BAY REGION

ORDER NO. 84·-10
NPDES NO. CA0005631

\ilAS'l'E: DISCHAPGE: REJQUIPI1'1ENTS FOP:

PACIFIC GAS .1\i.\JD ELECTRIC CXlMPANY
OLEUM POWER PUI:NT
RODEO, CflN'rRA CXlSTA mUNTY

The CaLiforni.a Regional Water Quality Control Board, San Francisco Bay
Rerr ion , (he~reinafter Board) finds that:

General Findings

1. Pacific Gas and Electric Canpany, Oleum Power Plant (hereinafter
discharger) was issued Regional Board Order No. 76-62, an NPDES Permit
prescribing waste discharge requirements for the discharge for t.he Oleum
steam generating electric power plant. This permit expired on May 1,
1981, but has remained in effect pursuant to Federal regUlations pe,ndinq
the, pro:nulgation by the Federal Environment Protection Agency of
effluent limitation guidelines for steam electric cower plants. These
guidelines were publLshed on Novembar 19, 1982 in the Federal Reoi at.er ,
'rhe Discharger filed an Application received June 24, 1981 for
re-issuance of the, NPD&S Pennit, and has subsoquent.Iv amended t.he
Application.

2. 'Ihe discharqer presently discharces wast.es oont.a.ininq po.lIut.ant.s
resultinq frcxn the generation of elect.ric power int.o San Pablo Bay, a
wab"r of t.he Un i, t.ed St.ates.

3. The report of waste discharge describes e1e (~ist.ing discharge as
follows (see flo"l schematic in Attachment A) :

Discharge
Ont.fall

001

Cont.ri.but.ory
Waste Stream

A. Once--throuqh cooli.nq
water units 1 and 2

B. Low Volmre wast.e
Sources:
Intake Screen wash
'rreabT12nt System Discharqe

('rot.al)
(1. Ai.r Pre--heat.er, Fire­

side, and waterside
Washes

2. Zeolite Backwash Water
3. Boiler J3lowdow
4. Evaporat.or Slowdown
.5 a Auxiliary Cooling Water
6. Sealinq Well Sealing WatC'?r

Annual Flow
Averaqe gpd

54 million

162,000
285,400

4,400

12,000
2,000

58,000
65,000

144,000)






























